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CEILINGS  ~-mmmmmmmmmmn 3 PSR
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WIND INFORMATION

PER TTH EDITION, 2220 FLORIDA BUILDING
RESIDENTIAL CODE

1. BASIC WIND SPEED: —---------- 142 MPH
2. WIND IMPORTANCE FACTOR: --------- N/A
3. BUILDING CATEGORY: -~~~ -~~~ ~~~~~—~ B
4. INTERNAL PRESSURE---- +/-.18, INCLUDED

COEFFICIENT: N NOTE *5
5. COMPONENT / CLADDING - ---— SEE PLAN

DESIGN WIND PRESSURE:

[F[ XXX |DESIGN WIND PRESSURE 1AW FLA
[- [ XXX [RESIDENTIAL CODE, SECTION R32!

NOTE: DESIGN PRESSURES BASED ON
BASIC WIND SFPEED AND NOT ULTIMATE
WIND SPEED.

GENERAL NOTES

. PROVIDE RECESS HOT ¢ COLD WATER
WITH DRAIN 2 WASHER SPACE.

2. VENT DRYER THRU EXTERIOR WALL.

2. PROVIDE COLD WATER LINE FOR
ICE MAKER LINE @ REF. SPACE.

4. DO NOT SCALE PRINTS! CONSTRUCTION
TO BE FROM CALCULATED DIMENSIONS
ONLY. ANY DISCREPANCIES OR ERRORS
TO BE REPORTED PROMPTLY TO
SUPERVISOR FOR CLARIFICATION.

5. MECHANICAL EQUIPMENT LOCATION TO BE
DETERMINED BY COMMUNITY STANDARDS
AND APPLICABLE COUNTY CODES.
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SCALE AS NOTED

DRAUN

RDC

NOTE: ALL INTERIOR DOORS ON THIS
FLOOR TO BE: 8-0" uNoO. -
VERIFY WITH COLOR EHEET.

JoBs

2156

THIS STRUCTURE 19 DESIGNED TO WITHSTAND 142 MPH WINDS FPER THE Tth EDITION, 202@ OF THE FLORIDA BUILDING CODE RESIDENTIAL AND 1S9 CERTIFIED AS SUCH

© COPYRIGHT 202

SHEET

03B.0

SHEETS



AutoCAD SHX Text
A

AutoCAD SHX Text
06

AutoCAD SHX Text
03B.0

AutoCAD SHX Text
FLOOR PLAN W/ NOTES

AutoCAD SHX Text
FLOOR PLAN W/ NOTES "B"

AutoCAD SHX Text
1/8"=1'-0" (11X17)  1/4"=1'-0" (22X34)

AutoCAD SHX Text
GARAGE SHALL BE SEPARATED FROM THE RESIDENCE & ITS ATTIC AREA BY NOT LESS THAN \" GYP. BD. APPLIED TO THE GAR. SIDE. PROVIDE 5/8" TYPE "X" GYP. BD. AT CEILING ONLY APPLIED PERPENDICULAR TO CEILING FRAME.

AutoCAD SHX Text
R&SH.

AutoCAD SHX Text
%%UNOTE:

AutoCAD SHX Text
ALL INTERIOR DOORS ON THIS FLOOR TO BE:            U.N.O. - VERIFY WITH COLOR SHEET.

AutoCAD SHX Text
8'-0"

AutoCAD SHX Text
or changed in any manner or form whatsoever, nor are they to be assigned to any third party without first obtaining the express written permission from RDC, INC.

AutoCAD SHX Text
RDC, INC. hereby reserves its common law copyrights and other copyrights in these plans, ideas, and design. These plans, ideas and designs are not to be copied

AutoCAD SHX Text
C  COPYRIGHT 2021

AutoCAD SHX Text
REVISIONS         BY

AutoCAD SHX Text
OF

AutoCAD SHX Text
DATE

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
SHEET

AutoCAD SHX Text
JOB

AutoCAD SHX Text
DRAWN

AutoCAD SHX Text
SHEETS

AutoCAD SHX Text
5200 Vineland Road, Suite 200

AutoCAD SHX Text
ENTERPRISES, INC.

AutoCAD SHX Text
A DIVISION OF PARK SQUARE

AutoCAD SHX Text
Phone: (407) 529 - 3000

AutoCAD SHX Text
Orlando, Florida  32811

AutoCAD SHX Text
2156 - VILLA 2

AutoCAD SHX Text
MISSION INN

AutoCAD SHX Text
PHONE 407-721-2292

AutoCAD SHX Text
DBE and C

AutoCAD SHX Text
Engineering By:

AutoCAD SHX Text
MICHAEL A. THOMPSON

AutoCAD SHX Text
PE 47509

AutoCAD SHX Text
07-31-21

AutoCAD SHX Text
AS NOTED

AutoCAD SHX Text
RDC

AutoCAD SHX Text
2156

AutoCAD SHX Text
MISSION INN

AutoCAD SHX Text
THIS STRUCTURE IS DESIGNED TO WITHSTAND 140 MPH WINDS PER THE 7th EDITION, 2020 OF THE FLORIDA BUILDING CODE RESIDENTIAL AND IS CERTIFIED AS SUCH

AutoCAD SHX Text
RGE. W/ MICRO

AutoCAD SHX Text
REF. SP.

AutoCAD SHX Text
SINK W/ DISP.

AutoCAD SHX Text
DW

AutoCAD SHX Text
3

AutoCAD SHX Text
ICE MAKER  LINE

AutoCAD SHX Text
+

AutoCAD SHX Text
-

AutoCAD SHX Text
33.7

AutoCAD SHX Text
44.0

AutoCAD SHX Text
DETERMINED BY COMMUNITY STANDARDS

AutoCAD SHX Text
AND APPLICABLE COUNTY CODES.

AutoCAD SHX Text
WALL HGT. @

AutoCAD SHX Text
DENOTES CONC. BLOCK

AutoCAD SHX Text
6.

AutoCAD SHX Text
10'-0" A.F.F.

AutoCAD SHX Text
7.

AutoCAD SHX Text
8.

AutoCAD SHX Text
EXTERIOR WALL FINISH SPECIFICATIONS

AutoCAD SHX Text
REFER TO TYPICAL DETAIL SHEET FOR 

AutoCAD SHX Text
REQUIREMENTS AT ALL WOOD TO 

AutoCAD SHX Text
REFER TO DETAIL SHEETS FOR FLASHING

AutoCAD SHX Text
MASONRY INTERFACES

AutoCAD SHX Text
ANCHOR THE CONDENSER UNIT TO SLAB

AutoCAD SHX Text
PER CODE: M 307.3 + 1307.3.1

AutoCAD SHX Text
9.

AutoCAD SHX Text
MECHANICAL EQUIPMENT LOCATION TO BE 

AutoCAD SHX Text
SUPERVISOR FOR CLARIFICATION.

AutoCAD SHX Text
TO BE REPORTED PROMPTLY TO

AutoCAD SHX Text
ONLY. ANY DISCREPANCIES OR ERRORS

AutoCAD SHX Text
TO BE FROM CALCULATED DIMENSIONS

AutoCAD SHX Text
%%uDO NOT SCALE PRINTS!

AutoCAD SHX Text
ICE MAKER LINE @ REF. SPACE.

AutoCAD SHX Text
5.

AutoCAD SHX Text
4.

AutoCAD SHX Text
CONSTRUCTION

AutoCAD SHX Text
%%uGENERAL NOTES

AutoCAD SHX Text
WITH DRAIN @ WASHER SPACE.

AutoCAD SHX Text
PROVIDE RECESS HOT & COLD WATER

AutoCAD SHX Text
PROVIDE COLD WATER LINE FOR

AutoCAD SHX Text
1.

AutoCAD SHX Text
2.

AutoCAD SHX Text
3.

AutoCAD SHX Text
ALL INTER. FIRST FLOOR CEILINGS AT

AutoCAD SHX Text
       UNLESS NOTED OTHERWISE.

AutoCAD SHX Text
10.

AutoCAD SHX Text
10'-0"

AutoCAD SHX Text
WALL HGT. @

AutoCAD SHX Text
DENOTES CONC. BLOCK

AutoCAD SHX Text
N/A

AutoCAD SHX Text
2.

AutoCAD SHX Text
WIND IMPORTANCE FACTOR:

AutoCAD SHX Text
DESIGN WIND PRESSURE:

AutoCAD SHX Text
COMPONENT / CLADDING

AutoCAD SHX Text
INTERNAL PRESSURE

AutoCAD SHX Text
BUILDING CATEGORY:

AutoCAD SHX Text
+

AutoCAD SHX Text
-

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
COEFFICIENT:

AutoCAD SHX Text
5.

AutoCAD SHX Text
4.

AutoCAD SHX Text
3.

AutoCAD SHX Text
+/-.18, INCLUDED

AutoCAD SHX Text
SEE PLAN

AutoCAD SHX Text
IN NOTE #5

AutoCAD SHX Text
B

AutoCAD SHX Text
RESIDENTIAL FLOOR:

AutoCAD SHX Text
%%uROOF LIVE LOADS

AutoCAD SHX Text
MINIMUM ROOF LIVE LOAD (PSF)

AutoCAD SHX Text
TRIBUTARY LOADED AREA (SQ. FT.)

AutoCAD SHX Text
FOR ANY STRUCTURAL MEMBER

AutoCAD SHX Text
0-200

AutoCAD SHX Text
BASIC WIND SPEED:

AutoCAD SHX Text
%%uWIND INFORMATION

AutoCAD SHX Text
  12:!2

AutoCAD SHX Text
  4:12  12:12

AutoCAD SHX Text
1.

AutoCAD SHX Text
ROOF SLOPE

AutoCAD SHX Text
0:12  4:12

AutoCAD SHX Text
16

AutoCAD SHX Text
12

AutoCAD SHX Text
14

AutoCAD SHX Text
12

AutoCAD SHX Text
140 MPH

AutoCAD SHX Text
12

AutoCAD SHX Text
12

AutoCAD SHX Text
201-600

AutoCAD SHX Text
20

AutoCAD SHX Text
16

AutoCAD SHX Text
OVER 600

AutoCAD SHX Text
12

AutoCAD SHX Text
40 PSF

AutoCAD SHX Text
SHEATHING

AutoCAD SHX Text
STRUCTURE

AutoCAD SHX Text
%%uLOAD INFORMATION

AutoCAD SHX Text
STRUCTURE

AutoCAD SHX Text
MECH/ELEC

AutoCAD SHX Text
PARTITIONS

AutoCAD SHX Text
MECH/ELEC

AutoCAD SHX Text
%%uFLOOR LIVE LOADS

AutoCAD SHX Text
ROOF:

AutoCAD SHX Text
TOTAL

AutoCAD SHX Text
TOTAL

AutoCAD SHX Text
CEILINGS

AutoCAD SHX Text
%%uDEAD LOADS

AutoCAD SHX Text
FLOOR:

AutoCAD SHX Text
CEILINGS

AutoCAD SHX Text
20 PSF

AutoCAD SHX Text
5 PSF

AutoCAD SHX Text
20 PSF

AutoCAD SHX Text
5 PSF

AutoCAD SHX Text
7 PSF

AutoCAD SHX Text
3 PSF

AutoCAD SHX Text
5 PSF

AutoCAD SHX Text
5 PSF

AutoCAD SHX Text
7 PSF

AutoCAD SHX Text
3 PSF

AutoCAD SHX Text
RESIDENTIAL CODE, SECTION R301

AutoCAD SHX Text
DESIGN WIND PRESSURE IAW FLA

AutoCAD SHX Text
STAIR LIVE LOAD:

AutoCAD SHX Text
40 PSF

AutoCAD SHX Text
PER 7TH EDITION, 2020 FLORIDA BUILDING RESIDENTIAL CODE

AutoCAD SHX Text
PER 7TH EDITION, 2020 FLORIDA BUILDING RESIDENTIAL CODE

AutoCAD SHX Text
%%UNOTE:

AutoCAD SHX Text
DOOR FROM HOUSE TO GARAGE MUST BE SELF CLOSING IAW R302.5.1

AutoCAD SHX Text
BASIC WIND SPEED AND NOT ULTIMATE

AutoCAD SHX Text
NOTE: DESIGN PRESSURES BASED ON

AutoCAD SHX Text
WIND SPEED.

AutoCAD SHX Text
VENT DRYER THRU EXTERIOR WALL.

AutoCAD SHX Text
12'-0" A.F.F.

AutoCAD SHX Text
WALL HGT. @

AutoCAD SHX Text
DENOTES CONC. BLOCK

AutoCAD SHX Text
N/A

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
5

AutoCAD SHX Text
2/6 SC.

AutoCAD SHX Text
EGRESS

AutoCAD SHX Text
HB

AutoCAD SHX Text
TANKLESS WH

AutoCAD SHX Text
EXTEND TOP 18" BEYOND WALL

AutoCAD SHX Text
34\"H. WALL W/ C-TOP ABOVE

AutoCAD SHX Text
4" STEP 

AutoCAD SHX Text
4" STEP

AutoCAD SHX Text
12/0X8/0 SGD.

AutoCAD SHX Text
+

AutoCAD SHX Text
-

AutoCAD SHX Text
33.7

AutoCAD SHX Text
44.0

AutoCAD SHX Text
+

AutoCAD SHX Text
-

AutoCAD SHX Text
33.7

AutoCAD SHX Text
44.0

AutoCAD SHX Text
6/0X2/0 TRANSOM

AutoCAD SHX Text
HVAC

AutoCAD SHX Text
18"H. A/C PLATFORM

AutoCAD SHX Text
R-11 INSUL.

AutoCAD SHX Text
CV

AutoCAD SHX Text
T/S

AutoCAD SHX Text
SH

AutoCAD SHX Text
GAS STUB

AutoCAD SHX Text
16/0X7/0 OH. GR. DR.

AutoCAD SHX Text
+

AutoCAD SHX Text
-

AutoCAD SHX Text
30.0

AutoCAD SHX Text
36.7

AutoCAD SHX Text
+

AutoCAD SHX Text
-

AutoCAD SHX Text
33.7

AutoCAD SHX Text
44.0

AutoCAD SHX Text
SH26

AutoCAD SHX Text
EGRESS

AutoCAD SHX Text
+

AutoCAD SHX Text
-

AutoCAD SHX Text
33.7

AutoCAD SHX Text
44.0

AutoCAD SHX Text
(3) SH26

AutoCAD SHX Text
EGRESS

AutoCAD SHX Text
HB

AutoCAD SHX Text
R-11 INSUL.

AutoCAD SHX Text
R&SH.

AutoCAD SHX Text
5(SH)

AutoCAD SHX Text
2/8

AutoCAD SHX Text
2/8 SC.

AutoCAD SHX Text
PR. 2/6 BC.

AutoCAD SHX Text
44"H. WALL W/ GLS. ABV.

AutoCAD SHX Text
M. BR. 10' CLG.

AutoCAD SHX Text
DINING 12' CLG.

AutoCAD SHX Text
GREAT RM. 12' CLG.

AutoCAD SHX Text
KIT. 12' CLG.

AutoCAD SHX Text
ENTRY 10' CLG.

AutoCAD SHX Text
FOYER 12' CLG.

AutoCAD SHX Text
BR. 3 10' CLG.

AutoCAD SHX Text
G.B. 10' CLG.

AutoCAD SHX Text
BR. 2 10' CLG.

AutoCAD SHX Text
M.B. 10' CLG.

AutoCAD SHX Text
2-CAR GARAGE 10' CLG.

AutoCAD SHX Text
WIC. 10' CLG.

AutoCAD SHX Text
LDRY. 10' CLG.

AutoCAD SHX Text
LANAI 10' CLG.

AutoCAD SHX Text
CU.

AutoCAD SHX Text
WH

AutoCAD SHX Text
R&SH.

AutoCAD SHX Text
R&SH.

AutoCAD SHX Text
2/8 PKT.

AutoCAD SHX Text
2/8 PKT.

AutoCAD SHX Text
+

AutoCAD SHX Text
-

AutoCAD SHX Text
33.7

AutoCAD SHX Text
44.0

AutoCAD SHX Text
SH1H4

AutoCAD SHX Text
+

AutoCAD SHX Text
-

AutoCAD SHX Text
33.7

AutoCAD SHX Text
44.0

AutoCAD SHX Text
(3) SH26

AutoCAD SHX Text
+

AutoCAD SHX Text
-

AutoCAD SHX Text
33.7

AutoCAD SHX Text
44.0

AutoCAD SHX Text
4/0X2/0 TRANSOM

AutoCAD SHX Text
PR. SH26

AutoCAD SHX Text
2/8

AutoCAD SHX Text
2/8

AutoCAD SHX Text
5(SH)

AutoCAD SHX Text
2/8

AutoCAD SHX Text
3/0

AutoCAD SHX Text
PR. 2/6 BC.

AutoCAD SHX Text
R&SH.

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
8

AutoCAD SHX Text
7

AutoCAD SHX Text
6

AutoCAD SHX Text
4

AutoCAD SHX Text
W.SP.

AutoCAD SHX Text
D.SP.

AutoCAD SHX Text
D.V.

AutoCAD SHX Text
R.P.

AutoCAD SHX Text
2/8 

AutoCAD SHX Text
10

AutoCAD SHX Text
9

AutoCAD SHX Text
2/8

AutoCAD SHX Text
5(SH)

AutoCAD SHX Text
5/0 BP.

AutoCAD SHX Text
2/8 

AutoCAD SHX Text
12/0X8/0 SGD.

AutoCAD SHX Text
+

AutoCAD SHX Text
-

AutoCAD SHX Text
33.7

AutoCAD SHX Text
44.0

AutoCAD SHX Text
2/6

AutoCAD SHX Text
+

AutoCAD SHX Text
-

AutoCAD SHX Text
33.7

AutoCAD SHX Text
44.0

AutoCAD SHX Text
3080 FBG. DR. W/ (2) 12" SL. 

AutoCAD SHX Text
6/0X7/0 OH. GR. DR.

AutoCAD SHX Text
+

AutoCAD SHX Text
-

AutoCAD SHX Text
30.0

AutoCAD SHX Text
36.7


X8 FREEZE BAND

&EL. 1©'-2"/ PLT. HGT.
N4

LEL. 8-0'"/ HDR. HGT.

N4
X4 SMOOTH FIN. BAND

IX4 OVER IX& SMOOTH
FIN. BAND

IX2 OVER IX& SMOOTH

FIN. BAND

$EL. 2'-©"/ EIN. FLR.

EXTERIOR FINISH NOTES

. LATH TO BE ATTACHED AW R1232.1.

OF THE 7TH EDITION, FBCR. 2022

. PLASTERING TO BE WITH PORTLAND
CEMENT, INSTALLED AW R1@2.12 OF
THE 1TH EDITION, FBCR. 2020 -
APPLICABLE CODES : ASTM C226 4
CloeB

. WEEP SCREED TO BE INSTALLED AW
RI©2.1.2.1 OF THE 1TH EDITION, FBCR.
2020

. WATER RESISTANT BARRIER TO BE
INSTALLED 1AW R1@371.2 OF THE 1TH
EDITION, FBCR. 2020

L'ZIP SYSTEMS" WALL SHEATHING MAY
BE USED AS AN ALTERNATIVE FOR
WALL SHEATHING AND VAPOR
BARRIER, ON EXTERIOR WALLS.

|
\

~f

9.

HERN

HERN

HR(RN

HR(RN
HERN
HERN

HRRN

HRnN

&'xI5" LoUy. VENT W/ 1x2
OVER IX& SMOOTH FIN.
BAND

le"x<24"' LOUV. VENT W/ 1X2
OVER IX& SMOOTH FIN.
BAND

X4 SMOOTH FIN. BAND

TILE ROOF W/ CLOAK
TYPE VENTS

IX& FREEZE BAND

ElL. 1©0-2"/ PLT HGT.

EL.9-4"/ PLHT. (GAR)

EL. 8'-@'/ HDR. HGT

& & &

IX2 OVER X8 SMOOTH
FIN. BAND
X4 SMOOTH FIN. BAND

QI IX4 OVER IX& SMOOTH

FIN. BAND
EL.2'-2"/ EN. FLR. @

TEXTURED CEMENTITIOUS
FINISH

&EL. 12'-0'/ PLT. HGT.
&

$EL. @' -@"/ PLT. HGT.

$EL. 2'-©'/ HDR. HGT.

$EL. 2 -@"/ FIN. FLR.

FRONT ELEVATION 'A'

l/8"=1'-@" (11X11)

[/4"=1'-@" (22X34)

_gt

Y

TEXTURED CEMENTITIOUS
FINISH

TILE ROOF W/ CLOAK
TYPE VENTS

EL.I@'-@'/ PLT. HGT.

EL.8'-2"/ HDR. HGT

& &

EL.2'-2"/ FIN. FLR. @

TEXTURED CEMENTITIOUS
FINISH

REAR ELEVATION

l/g'=1"-@" (1Ix11)

[/4"=1'-@" (22X34)

TEXTURED CEMENTITIOUS
FINISH
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2.) SUFFICIENT SPACE SHALL BE PROVIDED
ADJACENT TO THE MECHANICAL COMPONENTS TO
ASSURE ADEQUATE ACCESS FOR:

A) CONSTRUCTION AND SEALING, AND

B) SECTION Mie@! PER THE FBCR 2222 T1TH ED.

20 AIR CONDITIONING STYSTEM SHALL BE
COMPLETELY BALANCED. ALL ROOMS ISOLATED
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FBCR CODE 222@ 1TH EDITION.

4. TAWNEC 2217- 212.02-ALL 15A OR 204, 2oV
BRANCH CIRCUITS THAT sUPPLY OUTLETS IN
DWELLING UNITS- FAMILY RMS, DINING RMS, LIVING

MECHANICAL/GENERAL NOTES
PER TTH ED. 2020 FLA BLD. CODE-RESIDENTIAL

RMS, PARLORS, LIBRARIES, BEDROOMS DENS,
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BE: 18'-0" MAXIMUM-THE EXHAUST DUCT SHALL
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b—0—=(| L iIcHT FIXT FLUORESCENT ELECT. JUNCTION BOX
A0 |LicHT FixT, ExT. FLoops || B3 | THERMOSTAT
LIGHT FIXT, EMERG. EXIT || Bd |DIsCONNECT swiTcH
P [LieuT FixT, ExiTBACKUR|| (5 |ELEC. POWER METER

ISQAMP WP, *4/0 ALUM. SER.
BREAKER FWB@A:MAIN BREAKER 2

NI INSIDE PANEL
/
|

8 RMX TO RNG.
™ SECONDARY] /

*1@/2 TO W/H
“ e & A TBD.

* 14 FOR LIGHT
-

:) 1©/3 TO DRTER

UTILITY Cco. AND PWR
GROUND ‘F’;‘ZEELOR
PER NEC.

T

L ELECTRICAL RISER DIAGRAM

NOTE: NTS.
ELECTRICAL MATERIALS AND INSTALLATIONS SHALL COMPLY
W/ APPLICABLE PROVISIONS OF THE NATIONAL ELEC. CODE

25052(AX1) TO (6), LOCAL CODES ¢ LOCAL POWER COMPANY]

. COMPLETE DUCT DESIGN W/ SIZES ¢ R-VALUE
COMPLYING W/ THE FLORIDA ENERGY EFFICIENCY
CODE FOR BUILDING CONSTRUCTION &l12.1 ABC.I

2.) SUFFICIENT SPACE SHALL BE PROVIDED
ADJACENT TO THE MECHANICAL COMPONENTS TO
ASSURE ADEQUATE ACCESS FOR:

A) CONSTRUCTION AND SEALING, AND

B) SECTION Mie@! PER THE FBCR 2222 1TH ED.

20 AIR CONDITIONING SYSTEM SHALL BE
COMPLETELY BALANCED. ALL ROOMS ISOLATED
FROM THE RETURN AIR SHALL BE PROVIDED WITH
MEANS TO COMPLY WITH SECTION Mie@2 OF THE
FBCR CODE 222@ 1TH EDITION.

4.0 AW NEC 2217- 212.02-ALL 1B5A OR 204, 2oV
BRANCH CIRCUITS THAT sUPPLY OUTLETS N
DWELLING UNITS- FAMILY RMS, DINING RMS, LIVING

MECHANICAL/GENERAL NOTES
PER TTH ED. 2020 FLA BLD. CODE-RESIDENTIAL

RMS, PARLORS, LIBRARIES, BEDROOMS DENS,
CLOSETS, SUNROOMS, RECREATION RMS, HALLWAYS
OR SIMLAR AREAS SHALL BE PROTECTED BY A
LISTED AFCI DEVICE OF THE COMBINATION TYPE.

5 1AW NEC 2217- 42611, ALL 154 AND 20A, 125V
RECEPTACLES SHALL BE LISTED AS TAMPER
RESISTANT.

©.) SMOKE ALARMS SHALL BE IN ALL SLEERING
AREAS, SHALL BE INTERCONNECTED, SHALL BE
WITHIN I' TO 2' OF PEAK ¢ SHALL BE 3' FROM THE
SUPPLY OR RETURN AIR- STREAM & EQUIPPED W/
A BATTERY BACKUP. ALARMS MAY NOT BE
CONNECTED WHERE ALARMS ARE WIRELESS ¢ ALL
ALARMS SOUND UPON ACTIVATION 1AW FECR R214.2
¢ R2144. MODEL#* TO BE USED ON THIS JOB TO BE:
BRK: SMOKE-9120B, C/O- SC9120B

KIDDE: SMOKE-21007581, C/O 21006377-N

10 ALL WATER HEATERS HAVING AN IGNITION SOURCE

TO BE ELEVATED SUCH THAT THE SOURCE OF IGNITION
1S MINIMUM 18" ABOVE GARAGE FLOOR UNLESS WATER

HEATER 1S LISTED AS FLAMMABLE VAPOR IGNITION

RESISTANT. AWl FBCR 2022, 1TH ED. P21

&) ALL EQUIPMENT ¢ APPLIANCES, INCLUDING WATER

HEATERS HAVING AN IGNITION SOURCE TO BE
ELEVATED SUCH THAT THE SOURCE OF IGNITION 1S
MINIMUM 18" ABOVE GARAGE FLOOR UNLESS IT 1S

LISTED AS FLAMMABLE VAPOR IGNITION RESISTANT.

AU FBCR 2220, TTH ED.

2.) THE TOTAL LENGTH OF VENTING FOR DRYER TO
BE: 18-0" MAXIMUM-THE EXHAUST DUCT SHALL
TERMINATE NOT LESS THAN 2 FEET (14MM) IN ANT
DIRECTION FROM OPENINGS INTO BUILDINGS.

PER FBCR 2020, 1TH ED. M522.2

MISSION INNJ

RDC, INC. hereby reserves its common law copyrights and other copgr\ghte in these plans, ideas, and design. These plans, ideas and designs are not to be copied

THIS STRUCTURE 1S DESIGNED TO WITHSTAND 142 MPH WINDS PER THE Tth EDITION, 2022 OF THE FLORIDA BUILDING CODE RESIDENTIAL AND 1S CERTIFIED AS SUCH
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BEAM SCHEDULE

BEAM 1: (2) 2x12's W/ 5" PLYWD. FLITCH
PLATE
BEAM 2:(2) PLY 1-3/4"%12" LvL

BEAM 3:(2) PLY 1-3/4'%12" LvL

NOTES

1. TTRPICAL ROOF GABLE OVERHANG
TO BE 8" UNLESS OTHERWISE NOTED.

2. TYPICAL ROOF EAYES OVERHANG
TO BE 16"UNLESS OTHERWISE NOTED.

3. PROVIDE AND INSTALL FLASHING AND
ROCFING AS PER NATIONAL ROOFING
AND SHEET METAL ASSOC. STANDARDS
AND/ OR ACCEPTABLE INDUSTRY
PRACTICE AND 1AW THE 222@ 1TH
EDITION FECR. PROVIDE ROOF VALLEY
FLASHING 1AW FBCR R23.2

4. ALL ROCF TRUSSES, GIRDERS, BEAMS,
HEADERS, ETC. TO BE SIZED BY TRUSS
MANUFACTURER OR FL. REG. ENG.

5. TRUSSES SHALL BE BRACED TO PRE-
VENT ROTATION ¢ PROVIDE LATERAL
STABILITY IN ACCORDANCE WITH THE
REQUIREMENTS SPECIFIED IN THE
CONSTRUCTION DOCUMENTS FOR
BUILDING ¢ ON THE INDIVIDUAL TRUSS
DESIGN DRAWINGS. IN THE ABSENCE OF
SPECIFIC BRACING REQUIREMENTS,
TRUSSES SHALL BE BRACED IN
ACCORDANCE WITH TRIMWTCA BCSI 1.

©. REFER TO TRUSS MANUFACTURER'S
DRAUWINGS FOR TRUSS PLACEMENT ¢
TRUSS TO TRUSS CONNECTIONS.

1. TILE ROOF: UNDERLATMENT TO BE
INSTALLED AW FBCR 2022, TTH
EDITION R205.2
OR
SHINGLE ROOF: UINDERLATMENT TO BE
INSTALLED AW FBCR 2022, TTH
EDITION R3D5.1]
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TRUSS LATOUT "A'

1/8"=1'-@" (IIXI7) 1/4"'=1'"-@" (22X34)

TRUSS LAYOUT

2156 - VILLA 2
MISSION INN

DATE ©71-31-21

or changed in any manner or form whatsoever, rior are they to be assigned to any third party without first dotaining the express written pérmission from RDC, INC.

RDC, INC. hereloy reserves ite common law copyrights and other copgrighta in these Jo\ans, ideas, and design. These plans, ideas and designs are not to be copied

SCALE AS NOTED

THIS STRUCTURE 19 DESIGNED TO WITHSTAND 142 MPH WINDS PER THE Tth EDITION, 2020 OF THE FLORIDA BUILDING CODE RESIDENTIAL AND 1S CERTIFIED AS SUCH
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BEAM SCHEDULE

BEAM 1: (2) 2x12's W/ )" PLYWD. FLITCH
PLATE
BEAM 2: (2) PLY 1-2/4"x12" LvL

BEAM 3:(3) PLY 1-2/4'%12" LvL

NOTES

1. TTRPICAL ROOF GABLE OVERHANG
TO BE 8" UNLESS OTHERWISE NOTED.

2. TrPICAL ROOCF EAVES OVERHANG
TO BE 16"UNLESS OTHERWISE NOTED.

3. PROVIDE AND INSTALL FLASHING AND
ROCFING AS PER NATIONAL ROOFING
AND SHEET METAL ASSOC. STANDARDS
AND/ OR ACCEPTABLE INDUSTRY
PRACTICE AND 1AW THE 222@ 1TH
EDITION FECR. PROVIDE ROOF VALLEY
FLASHING 1AW FBCR R©3.2

4. ALL ROCF TRUSSES, GIRDERS, BEAMS,
HEADERS, ETC. TO BE SIZED BY TRUSS
MANUFACTURER OR FL. REG. ENG.

5. TRUSSES SHALL BE BRACED TO PRE-
VENT ROTATION ¢ PROVIDE LATERAL
STABILITY IN ACCORDANCE WITH THE
REQUIREMENTS SPECIFIED IN THE
CONSTRUCTION DOCUMENTS FOR
BUILDING ¢ ON THE INDIVIDUAL TRUSS
DESIGN DRAWNGS. IN THE ABSENCE OF
SPECIFIC BRACING REQUIREMENTS,
TRUSSES SHALL BE BRACED N
ACCORDANCE WITH TRIMWTCA BCSI 1.

©. REFER TO TRUSS MANUFACTURER'S
DRAUWINGS FOR TRUSS PLACEMENT ¢
TRUSS TO TRUSS CONNECTIONS.

1. TILE ROOF: UNDERLATMENT TO BE
INSTALLED 1AW FBCR 2220, TTH
EDITION R205.2
OR
SHINGLE ROOF: UINDERLATMENT TO BE
INSTALLED AW FBCR 2222, TTH
EDITION R3D5.1]
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